INSTALLATION AND SERVICE MANUAL LIGMAN

NORTH AMERICA

For installation of Light Linear PT For Heads Insert

Model. ULI-21171,73 ULI-21181,83 (with the LED driver located in the fixture head)

Product drawing (dimensions) SUITABLE FOR WET LOCATIONS
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MOUNTING DETAIL INSERT

@ Connect Power and
Ground Wire.

Notice to Installer

Wiring Instruction A Warning:

» Risk of Fire and Electrical Shock, This fixture must be installed only by a qualified electrician, Installation must adhere to the
National Electrical Code (NEC) and all applicable local and federal regulations.

» Always disconnect power before servicing the fixture.
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